
 

 

\\SYD-DC01\data\Australia\Jobs\2020\20200778\20200778.1\20200826MBA_R0_Detailed_Design.docx 61 

 

 

Sole Occupancy Unit to  
Sole Occupancy Unit Walls 

Rw + Ctr 50 
Not Discontinuous Construction 

 

Acoustic Specification  
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SECTION ELEVATION 

Minimum 

162 AFS 

CONCRETE SOFFIT 

13mm Thick 

Plasterboard 

CONCRETE FLOOR 

LEVEL 

SOLE OCCUPANCY 

UNIT 
SOLE OCCUPANCY 

UNIT 

Minimum 50mm thick 

11kg/m3 density glasswool 

insulation (R1.1 Bradford 

Gold Wall Batt) 

Minimum 50mm  

cavity between 

column & 

plasterboard 


