
PROPOSED STORMWATER MANAGEMENT PLAN

STORMWATER  LAYOUT  NOTES

All Pipe sizes and grades are provided in Pipe Schedule

All Pits sizes and RLs are as per Pit Schedule

Builders to ensure services connections to house do not conflict
with drainage design requirements

Erosion and sedimentation control plan to be implemented prior

Dial before you dig to be conducted prior excavation

DP DOWNPIPE

GRATED PIT

SL SURFACE LEVEL

IL INVERT LEVEL

DRAINAGE PIPE

LEGEND

CLEANING/OPENING EYECE

All Downpipes will remain clear of Windows, Doors and openings with a
minimum of 400mm distance

SEALED TOP PIT

AS/NZS 3500.3:2003The Plan been developed as per standard

any excavation
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PIPE SCHEDULE
PIPE

A

B

SIZE MATERIAL GRADE PIPE DETAIL

100Ø PVC 1% (MIN)

150Ø PVC 1% (MIN) GRAVITY FLOW STORMWATER PIPE

C

1% (MIN)  CONVERTER TO KERB/GUTTER2X125x50 GALV RHS

  D 100Ø PVC 1% (MIN) GRAVITY FLOW STORMWATER PIPE

RWT OVERFLOW PIPE

 Design Notes-

#  90mm dia Circular or 100x50 rectangular
 Downpipes are to be used

# Gradient of Gutter designed as 1:500 and
min internal X-sectional area 96sq cm.

# 2x3L (total 6KL) RWT designed to cater
roof runoffs

PIT SCHEDULE
PIT

PIT1

SIZE COMMENT

GRATED PIT

SL IL

66.00300x300

GRATED PIT (RWT OVERFLOW)

GRATED PIT

65.70

65.20

61.20

300x300

300x300

65.50

61.50

PIT2

PIT3

450x450PIT4

300x300PIT5

300x300PIT6

300x300PIT7

PIT8

PIT9

450x450

450x450 SEALED TOP ( CONVERTER PIT)

GRATED PIT

GRATED PIT

GRATED PIT

GRATED PIT

GRATED PIT

60.00 59.60

66.50 65.20

65.70

63.70

66.00

64.00

60.50 60.20

57.45 57.05
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OSD PLAN AND SECTIONS
(ORIFICE PLATE AND OSD X-SECTIONS)

OSD PLAN

Min Required
Capacity

OSD 7.40 Cum

INDEX
Provided
Capacity

8.00 Cum

X- SECTIONS of OSD

R
L 
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5
OSD VOLUME CALCULATION

OSD SCHEDULE

OSD
4.0m x 4.0m

Avg Depth 0.85

Freeboard
Capacity

5.60 Cum

TOTAL
Capacity
13.60 Cum
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L 
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